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REFER TO LEGEND

REFER TO WIRING SCHEDULE THIS SHEET.
SEE 1ST FLOOR PLAN FOR WIRING DIAGRAM

(E) BACK BOX FOR DOOR HOLDER WITH
3/4" C & PULLSTRING TO FACP GUTTER
ON 1ST FLOOR.

(E) JUNCTION BOX FOR 120VAC POWER
CONNECTION TO DOOR HOLDER DEVICE.

DOWN TO FIRE ALARM CONTROL PANEL ON
1ST FLOOR.

FIRE ALARM_DEVI CONDUIT AND WIRE
ARE IN ALTERNATE #3.
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WIRING SCHEDULE
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NOTES: (D MINIMUN CONDUIT SIZE = 3/4" EMT
@ EOL DEVICES SHALL BE INSTALLED BY UNIVERSITY
IN MAIN FACP WHEN F.A. CIRCUITS ARE CONNECTED.

@ CONDUIT ROUTING SHOWN IS SCHEMATIC ONLY.
EXACT ROUTING SHALL BE FIELD—COORDINATED.
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